
To Water Main

water supply line to

sampling station

NOTES:

1. Water Quality Sampling Station

  to be Koralean or approved equal.

2349 2349WATER QUALITY SAMPLING STATION

TYPICAL INSTALLATION

Finish

Grade

#1 Concrete Meter

 Box w/ Ball Stop

Aluminum Lid

6" Dia. (I.D.)

LID DETAILS

Front ViewSide View

Top View

18"

15"
3"

N.T.S.

N.T.S.

Aluminum Lid

6" Dia. (I.D.)

See Detail

Barrel
Key Lock

Aluminum Housing - 6" Dia. (O.D.)

Fill Housing With Pea Gravel

1/2" x 3/8" Stainless

Steel Ball Valve

Stainless Steel

2’-6"

3/4" Copper, Type ’K’

1/2" IPTx 3/4" PJCTS Adaptor

Ford 94-13 Or Approved Equal

 

 

 

 

 

2. Keys to locks shall be delivered

  to City of Scottsdale Water Quality

  Department upon acceptance.

3/4" x 3/4" Ball Valve

PJ x PJ Ford #B44-333

Or Approved Equal

 

 

1’ Min.

3’ Max.

3/4"

Standard Details

City of Scottsdale
DETAIL NO.DETAIL NO.

10’ Max.

APPROVED BY:

Scottsdale Standards &
Specifications Committee


