
2305-2 2305-2BUTTERFLY VALVE OPERATOR MANHOLE
Standard Details

City of Scottsdale
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Harnessed Sleeve

Type Coupling

1" I.P. Corp

Stop (Typ.)

Polypropylene

Manhole Steps

Per MAG Std

Detail 428

Manhole Cover

1" Threaded Brass

Gate Valve (Typ.)

Link Seal (Typ.)

New Pipe

1" Corp Stop With

Dielectric Insulating

Flange Kit (Typ.)

7"

2’-8" 2’-8"

Varies Varies

C

Min.

PLAN

(For D.I. Pipe)

APPROVED BY:

Scottsdale Standards &
Specifications Committee


