
2333 2333TAP FOR FUTURE CHLORINE INJECTION
Standard Details

City of Scottsdale
DETAIL NO.DETAIL NO.
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2" Ball Valve

2" Threaded Cap
Cast Iron Box Cover

Compacted Aggregate Base

2" Sch 80 PVC Pipe

Corp. Stop

Saddle W/ 2" IPT

Concrete Water Meter Box #4

Per MAG Std. Detail 320

Finished Grade
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On D.I. Pipe

APPROVED BY:

Scottsdale Standards &
Specifications Committee


