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This chapter describes design standards and procedures to guide the 
creation of a site plan, preliminary plat, or other similar type of plan.  It 
references architectural and streetscape guidelines necessary for achieving 
the preferred character for development in specific areas of the city.  This 
chapter also provides specific guidance for preparing site plans and related 
designs within areas designated by the Environmentally Sensitive Lands 
Ordinance (ELSO). 
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This section provides general guidance for most projects and conditions in 
the city, including design guidelines for specific areas and uses, site context 
considerations, on-site circulation and parking, fire lane dimensions, 
drainage facilities, landscape design and outdoor lighting.  These guidelines 
supplement ordinance provisions and provide basic approaches and 
standards preferred in the City of Scottsdale. 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 



site planning / GENERAL CONSIDERATIONS  

DE SI G N  ST A N D A R D S  & PO L I C I E S  MANUAL   
Ci ty  o f  Sco t t sda le  –  Ju ly  2006   

Contents 
Sections ____________________________________ Figures ____________________________________ 
2-1.100 Master Environmental Design Concepts & Plans 2.1-1 Fire Lane Dimensions 
2-1.200 Design Guidelines for Specific Areas 2.1-2 On-Site Fire Access Turnarounds 
2-1.300 Design Guidelines for Specific Uses 2.1-3 Dead-end Parking Aisle Detail 
2-1.400 Site Context 2.1-4 Gated Entrances for Residential Development 
2-1.500 On-Site Circulation & Parking Area Design 2.1-5 Detention Basins 
2-1.600 Drainage Facilities 2.1-6 Landscaping in the Sight Distance Triangle 
2-1.700 Landscape Design 2.1-7 Tree Setback 
2-1.800 Subdivision & Neighborhood Design 2.1-8 Boulder Placement 
2-1.900 Outdoor Lighting 2.1-9 Ambient Lighting Zones 
  2.1-10 Streetlight Policy Map 
    
 



    

site  
planning

 GENERAL  
CONSIDERATIONS

 2-1 

 

DE S I G N  ST A N D A R D S  & PO L I C I E S  MA N U A L  PAGE 1 
Ci ty  o f  Sco t t sda le  –  Ju l y  2006    

MASTER ENVIRONMENTAL DESIGN 
CONCEPTS & PLANS  2-1.100 
Most master planned developments since the early 1980s have been required to prepare 
master environmental design concepts and plans (often referred to as MEDCAPs).  
These cover a wide range of design guidelines and plans, from trails and paths to 
landscaping architectural themes and common amenities and facilities.  All development 
applicants should determine if a MEDCAP applies to their site, follow master plan 
guidelines, and guidelines in this document. 

DESIGN GUIDELINES FOR SPECIFIC AREAS  2-1.200 
For Environmentally Sensitive Lands design guidelines, see Section 2-2. 

CORRIDORS & STREETSCAPES 2-1.201 
Scottsdale has developed specific design guidelines for the dimensions, use and design 
elements of a number of natural open space and streetscape corridors.  See 
www.scottsdaleaz.gov/design/corridorplans/.  These guidelines should be addressed in 
addition to the specific criteria identified below. 

Open Space Corridors 
There are three main categories of open space corridors for which guidelines have been 
developed: scenic corridors, buffered setbacks and vista corridors.  The locations are 
identified in the General Plan and/or have been required as a part of zoning stipulations.   

Scenic Corridors:  These are corridors along selected major streets where there is a 
desire by the community to retain views of nearby terrain features and retain the 
character of the natural desert setting.  

• Carefree Highway - Scottsdale Road to the city’s western boundary – 2 miles. 
• Cave Creek Road - Pima Road to the city’s northeast boundary -- 3.5 miles.  
• Dynamite Boulevard - 56th Street to the city’s eastern boundary -- 10.5 miles. 
• Pima Road - North of the Loop 101 to Cave Creek Road -- 11 miles. 
• Scottsdale Road - North from Frank Lloyd Wright to Carefree Highway – 11 

miles. 
• Shea Boulevard - Pima Freeway to the city’s eastern boundary – 9 miles. 

Buffered Setbacks:  These are corridors along significant streets where there is intent 
by the community to achieve a boulevard type of effect, recognizing the importance of the 
roadway in the local setting.   
Vista Corridors:  These are corridors along major washes and channels that are 
intended to provide local and community vistas of nearby terrain and the desert setting as 
well as provide access corridors to neighborhoods, parks and schools.  

http://www.scottsdaleaz.gov/Design/CorridorPlans/
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Streetscapes 
Specific design guidelines have been developed for a number of major streets.  These 
generally focus on the design of landscaping and street furniture along the edges and 
medians of these streets.  

Frank Lloyd Wright Boulevard 
Shea Boulevard 

McDowell Road  
Scottsdale Road  

Via Linda  
Cactus Corridor  

 2-1.202 DOWNTOWN DESIGN GUIDELINES  
Specific guidelines for buildings and streetscapes have been developed for the 
downtown area.  Any development in this area should use these guidelines in addition to 
the other guidelines contained herein.  See Appendix 8-1A for recommended plants 
downtown or go to www.scottsdaleaz.gov/projects/downtown.  

2-1.203  AIRPORT & AIRPARK DEVELOPMENT GUIDELINES 
For information on development within the airpark and airport, including object height, 
noise attenuation, avigation easements, and taxilane restrictions, see 
www.scottsdaleaz.gov/airport/regulatorydocs.asp for the Scottsdale Airport-Vicinity & 
Airpark Development Guidelines. 

2-1.204  NORTH AREA CHARACTER ELEMENTS 
The following are standards and suggestions for the materials, colors and design of 
common infrastructure improvements that are to be constructed in the North Area 
(primarily north of the Bell Road alignment).  The overall theme and intent is to establish 
an infrastructure and development setting that is compatible with the natural desert 
character of this area. 

A. Concrete Applications 
1. Sidewalks, curbs and gutters, etc.: concrete used in these applications shall be 

integrally colored.  The preferred color mix shall be San Diego Buff (Davis Color # 
5237 @ 2 lbs per 94# sack of cement).  Pima Beige may also be used.  Other colors 
are subject to the approval of the North Area Planner or designee. 

2. Headwalls, shot-crete, and other such structural or drainage applications: 
concrete for these applications shall be integrally colored (Adobe – Davis Color # 
61078 @ 4 lbs per 94# sack of concrete or similar color mix subject to the approval 
of the North Area Planner) and/or exposed aggregate. 

3. Private driveways, walkways on retail and office sites, similar applications: 
concrete used on private properties should be colored and/or treated concrete similar 
to that described above.  Concrete pavers may be used for such applications and if 
used should be dark earthtones.  Where possible, do not use plain concrete where it 
will be exposed. 

4. Exceptions to these standards: are subject to the approval of the North Area 
Planner where there is a preponderance of existing sidewalks, curbs and gutters 
along a street segment or the proposed improvement is part of a partially built multi-
phased project. 

B. Other Structural Surfaces 
1. Drainage structures, retaining walls, etc.: Other materials such as native stone, 

split-faced and colored concrete block, rammed earth and stucco colored with an 
earth-tone that has a maximum LRV (Light Reflective Value) of 35 may also be used 
for such surfaces. 

http://www.scottsdaleaz.gov/design/CorridorPlans/Streetscapes/PC_flw.asp
http://www.scottsdaleaz.gov/design/CorridorPlans/Streetscapes/PC_shea.asp
http://www.scottsdaleaz.gov/design/CorridorPlans/Streetscapes/McDGuidelines.pdf
http://www.scottsdaleaz.gov/design/CorridorPlans/ScenicCorridor
http://www.scottsdaleaz.gov/design/CorridorPlans/Streetscapes/PC_viaLinda.asp
http://www.scottsdaleaz.gov/design/CorridorPlans
http://www.scottsdaleaz.gov/projects/downtown
http://www.scottsdaleaz.gov/airport/regulatorydocs.asp
www.scottsdaleaz.gov/design/dspm/CH-08.pdf#8-1A
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2. Metal clad or structural metal surfaces: Self-weathering steel (such as Core-ten), 
galvanized steel treated with an oxidizing chemical (such as Desert Varnish), or 
similar materials may be used for such surfaces. 

C.  Streetlights, Guardrails, Poles and Posts, etc. 
1. Streetlights and signal poles: all such installations shall be painted with Western 

Reserve 8716N by Frazee Enamel or made of bronze anodized aluminum. 
2. Guardrails, utility cabinets and various poles, posts and screening treatments: 

Such installations shall be painted with Western Reserve (as described above), or 
made of bronze anodized aluminum, self-weathered steel, rusted steel, fully 
weathered/oxidized copper.  Traffic signal control boxes are an exception to this 
standard.  Signal control boxes may be screened by a metal enclosure or shade 
device subject to the approval to the Traffic Engineer. 

3. Wood: In general wood should not be used in such applications.  If it is to used and 
is approved by the city, it shall be large dimension (such as 6 inches or larger in 
diameter) and shall be stained a dark color. 

 DESIGN GUIDELINES FOR SPECIFIC USES  2-1.300 
Scottsdale has developed architectural and site planning guidelines for specific types of 
land uses, including: offices, gas stations and convenience stores, restaurants, parking 
structures and commercial uses.  These contain details and standards that apply to the 
specific use that are in addition to the other standards contained in the Zoning 
Ordinance, area plans and this manual (see www.scottsdaleaz.gov/design/archeng/).  
1. Design Guidelines for Office Development:  This set of guidelines includes site 

planning and design, architecture, landscape design, lighting and 
identification/signage with a focus on office industrial, office warehouse, office aircraft 
hanger and general office projects.  They address the context of a site, responding to 
the natural setting and climate of the desert Southwest and achieving quality design. 

2. Design Guidelines for Gas Station and Convenience Store Development:  This 
set of guidelines includes site design, architecture, pump islands, landscape, lighting 
and signage/corporate identification.  Special focus is made on canopies over pump 
islands and lighting approaches for such high activity areas. 

3. Design Guidelines for Restaurant Development:  This set of guidelines includes 
site design, architecture, landscape design, lighting and signage/corporate 
identification.  Special emphasis is placed on relating to the local context, outdoor 
dining areas and sensitivity to residential neighborhoods. 

4. Design Guidelines for Commercial Development:  These guidelines include site 
design, architecture, landscaping, lighting and signage/corporate identification.  
Emphasis is placed on relating to the local context, parking areas, pedestrian access 
and design appropriate to the setting and climate of the desert Southwest. 

See the Sensitive Design Principles as a guide for the preparation of development 
proposals, available online at www.scottsdaleaz.gov/design/general/. 

SITE CONTEXT  2-1.400 
The following guidelines focus on the relationship of a proposed site plan to the natural 
terrain of the property as well as the relationships this proposal will have with existing or 
planned uses adjacent to it.  The goals are to fit development into the natural site with 
minimal intrusion and to be sensitive to adjacent uses. 

http://www.scottsdaleaz.gov/design/archeng/
http://www.scottsdaleaz.gov/design/general/
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 2-1.401 TERRAIN 
1. Site features such as washes or native desert vegetation should be kept in as natural 

state as possible.  
2. Washes should be used as amenities for the site; common recreational, patio, outdoor 

dining and other such facilities should be oriented toward such natural features. 
3. Major desert vegetation specimens should be kept in place wherever they are 

located particularly if they are located in required setbacks, parking landscape 
islands or other such open space areas. 

4. On sites where there is significant change in the grade levels from the site to 
adjacent properties, the site design should accommodate the grading transition 
through design techniques such as landscaped terraces, landscaped slopes of 4:1 or 
gentler or some similar gradual technique. 

5. Retaining walls of over 2 feet in height shall not be placed at the property line. 
6. When the site has a non-residential use and the adjacent site is a residential use, 

required screening walls should either be placed along the edge of the 
parking/driveway areas if the developing site is higher than the adjacent site or at the 
property line if the site is lower. 

 2-1.402 BUFFERING FOR ADJACENT LAND USES 
Site plans for non-residential uses that are next to residential uses or for multi-family 
uses next to single-family uses should incorporate the following buffering techniques: 

a. Locate refuse containers either internally to the site or at least oriented toward 
the interior of the site. 

b. Locate loading areas either away from the perimeter of the site or screened from 
the perimeter by a solid wall tall enough to shield the unloading operations and 
vehicles from off-site views. 

c. Use landscaped open spaces to screen on-site buildings and activities. 
d. Locate out-door dining areas and patios where the on-site buildings screen them 

from views off of the adjacent properties or where they are sufficiently screened 
by walls, landscaping and significant distance so that they have no discernable 
impact on adjacent properties. 

Install landscaping that is used for buffering between different land uses that is 
substantial enough in size and density to achieve the desired buffering effect as soon as 
possible.  This landscaping should: 

a. Use 2 inch minimum caliper or larger tree materials; 
b. Space trees at a rate of 1 every 20 to 30 feet apart (based upon the type of canopy 

the tree creates) if the landscaped areas is less than 10 feet wide or 1 for every 
300 to 400 square feet for larger landscaped areas; 

c. Not use mounding unless the mound is at least 40 feet away from the perimeter of 
the property; and 

d. Not include landscape lighting that illuminates the tree canopies 

2-1.500 ON-SITE CIRCULATION & PARKING AREA DESIGN  
The following guidelines focus on general and specific techniques to assure safe access, 
emergency access, and community benefits. 
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 MAJOR DRIVEWAYS 2-1.501 
Major driveways feed traffic into a parking lot with over 50 spaces from the street and/or 
provide the driveway access across the front of a retail center.  Such driveways should: 

1. Be a minimum width of 30 feet from face-of-curb to face-of-curb, 
2. Prohibit designated customer loading areas for the landscaping, construction 

materials, and appliances, etc. departments of retail stores and loading areas 
used for general business activity, 

3. Provide adequate stacking depths where they access public streets and do not 
allow direct parking aisle access in close proximity to the street intersection, and 

4. Provide adequate turn-around space for fire equipment vehicles if there is a 
dead-end driveway that is 150 feet or longer. 

 FIRE LANES AND EMERGENCY ACCESS 2-1.502 
For specific Fire Department requirements, including a Fire Plan Review checklist, see 
www.scottsdaleaz.gov/bldgresources/SubmittalGuidelines/. 

A. Fire Lanes 
After reviewing the plan for the proposed development, the Fire Department may require 
that fire lanes be provided around structures for fire fighting access.  If fire lanes are 
needed, the following criteria for the lanes shall apply: 
1. The minimum width of a fire lane is 24 feet.  (See International Fire Code Sections 

503.2.1 and 503.2.2 for other lane width requirements.) 
2. The fire lane surface shall be suitable for all-weather use, with a minimum loading 

design of 83,000 lb. gross vehicle weight.  Where not co-located with vehicular 
service or access lanes, surfaces other than asphalt such as concrete, paver stones, 
“grasscrete” and stabilized and compacted crushed granite should be considered. 

3. The minimum vertical clearance for the passage of fire department apparatus is  
13 feet 6 inches. 

4. The minimum outside edge radius of the lane on a turn is 45 feet for commercial and 
multi-family uses and 40.5 feet for other residential uses (see Figure 2.1-1 below). 

 

FIGURE 2.1-1.  FIRE LANE DIMENSIONS 

http://www.scottsdaleaz.gov/bldgresources/SubmittalGuidelines/
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5. The fire lanes must be posted in accordance with the COS Standard Detail 2365. 
6. See Figure 2.1-2 for on-site fire access turnarounds for commercial and residential 

developments. 
7. Provide a turn-around for emergency vehicles at the end of a dead-end parking aisle 

if it exceeds 150 feet in length, as shown by the T-Types in Figure 2.1-2 below.  
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* Dimension to back of curb for roll or ribbon curb and to face of curb for vertical curb.   

FIGURE 2.1-2. ON-SITE FIRE ACCESS TURNAROUNDS 
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B. Emergency Access Provisions 
After reviewing the plan for a proposed development, the Fire Department may require 
that an access be provided for fire fighting and emergency vehicle use in addition to the 
planned public access ways.  If such an emergency access route is intended to be 
closed and locked, any lock placed on an emergency access gate must be approved by 
the Fire Department.  If a development is planned with only 1 public access point, the 
Fire Department will normally require an emergency access to insure that an emergency 
vehicle can reach the interior of the development when the normal access is blocked.  
Emergency access ways shall be secured by an easement.  COS Standard Detail 2364 
describes the construction and identification of emergency access ways.  See  
Figure 2.1-4 for minimum requirements for gated entrances for residential development. 

 DRIVE-THROUGH FACILITIES 2-1.503 
Where allowed, locate and design drive-through facilities according to the following criteria: 
1. Unless there is no reasonable alternative, locate drive-through facilities on rear of a 

building facing away from the nearby street frontage(s) or on the sides of the 
building. Drive-through facilities should not be located near any residential uses.  
Vehicular storage areas for drive-through facilities placed on the street side of a 
building or any other location which is directly visible from adjacent properties should 
be screened by walls, mounding and or dense landscaping at least 4 feet in height. 

2. Provide stacking distance for at least 6 vehicles (minimum of 140 feet) for each lane 
leading into a drive-through facility. 

3. Outdoor speakers at drive-through facilities should not be audible across the property 
line of the building site.  Outdoor speakers should not be placed within 300 feet of a 
property used for residential purposes. 

4. Vertical clearance must be a minimum of 98 inches for drive-through facilities.  
Drive-through facilities that include a passenger loading zone must have a vertical 
clearance of 114 inches. 

 REFUSE COLLECTION  2-1.504 
Locate and design refuse collection facilities based upon the following criteria: 
1. Do not place trash enclosures between the on-site buildings and adjacent lower 

density residential uses unless there is no reasonable alternative.  If this is done, 
orient the enclosure toward the interior of the property. 

2. Place trash compactors, if located within 1,300 feet of a residential use, within a fully 
enclosed area with walls that are at least 2 feet higher than the compactor 
equipment. 

3. Do not place trash enclosures next to drainage ways or basins, wherever possible. 
4. Trash enclosures shall follow the specifications in MAG Detail #2146-1. 
5. The walls of a trash enclosure shall have the same treatment on the inside surfaces 

as is used on the exterior surfaces.  The color, material and texture of the surfaces 
should match those of the main buildings on the site. 

6. Gates across the front of a trash enclosure are generally discouraged.  If desired, a 
trash enclosure with gates shall be designed to accommodate full ADA access. 

7. Do not place a refuse enclosure at the end of a dead-end parking aisle. 
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 2-1.505 MULTI-FAMILY GARAGES   
In R-4, R-4R, R-3, R-5 and S-R zoning districts where multi-family uses propose to have 
garages, the face of the garage door shall be set back from the curb, sidewalk or edge of 
the through travel lane either 3 to 6 feet or at least 18 feet (20 feet is preferred). 
Guest parking spaces shall be provided and shall be clearly shown on the site plan as 
well as clearly marked on the site. 

 2-1.506 PARKING AREA LANDSCAPING AND PAVEMENT 
TREATMENTS  
Incorporate elements in the design of parking areas that give the parking facility clarity of 
form and provide amenity to its users.  Among the elements that should be included are: 
1. Planters within a parking area that are at least 7 feet across as measured from the 

back of curbing, 
2. Trees that are heat tolerant, have minimal dropping of pods and sap and have 

canopies that can have a canopy bottom at least 10 feet above the ground, 
3. Concrete or paver materials that delineate pedestrian access routes across parking 

areas and across major on-site driveways leading up to main entrances, and 
4. Separated pedestrian walkways that connect the distant parts of the parking area 

with the front doors of the businesses. 

 2-1.507 PEDESTRIAN AND BICYCLE FACILITIES  
A. Pedestrian Facilities 
1. Walkways that connect main on-site buildings entrances to the sidewalks on adjacent 

streets shall have a minimum width of at least 6 feet wide excluding any parking 
over-hangs or other obstructions and should be the same width as the sidewalk 
along the street if it is wider than 6 feet.  Such connections should be continuous and 
clearly recognizable by both pedestrians and drivers. 

2. Provide shade wherever possible for on-site walkways either through the use of tree 
canopies or structural canopies. 

3. The minimum unobstructed width of walkways placed across the front of retail 
centers or mixed use buildings should be 12 feet. 

B. Bicycle Facilities 
1. Place bicycle parking facilities for public guests of a building near the main entrance 

to the building in a visible location.  Do not place these in a manner that interferes 
with pedestrian access into the building. 

2. Place bicycle parking facilities for employees near employee entrances.  They should 
be well lit and should not interfere with access to the employee entrance.  Provide 
shade wherever possible. 

 2-1.508 DEAD-END PARKING AISLES 
See Figure 2.1-3 and the following requirements for dead-end parking aisles. 
1. Provide a 5-foot deep back-up area at the end of any dead-end parking aisles and a 

5-foot curb radii leading into this pavement extension. 
2. Provide 10 feet wide parking spaces at the end of a dead-end parking aisle. 
3. The maximum dead-end parking aisle length is 150 feet, unless a turn-around is 

provided for emergency access. 
4. Refuse enclosures are not permitted on a dead-end aisle.  
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2' min clearance for
vehicle overhang
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FIGURE 2.1-3 DEAD-END PARKING AISLE DETAIL 

GATED ENTRANCES 2-1.509 
All gated entrances for residential subdivisions and residential development must 
conform to Figure 2.1-4.  Additional queuing distance will be required for gated entrances 
at signalized intersections. 
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NOTES:

1. A KNOX key switch and pre-emption sensor shall be required on all electric 
entry control gates.  A KNOX key switch shall be installed in a location on 
the gate control panel (Call Box) that is readily visible and accessible.

2. 75' minimum from back of curb on adjacent street to call box or gate (if 
remote control used)

3. A separate pedestrian and bicycle access shall be provided around the 
gated vehicular entrance.  This may be gated.

4. The pre-emption sensor shall be at or behind the gate.

Call
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2.

3.

1.
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4. Pre-emption
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KNOX Key
Switch

 

FIGURE 2.1-4.  GATED ENTRANCES FOR RESIDENTIAL DEVELOPMENT 

2-1.600 DRAINAGE FACILITIES  

 2-1.601 DETENTION BASINS  
Incorporate the following criteria in the design of drainage detention basins: 
1. The maximum depth of water stored in the basin should be 3 feet (see Figure 2.1-5). 
2. The maximum side slope of the basin is 4:1 unless otherwise approved by city staff. 
3. Round and contour the bottom and top edges of the side slopes in order to achieve a 

gradual slope transition. 



GENERAL CONSIDERATIONS Section 2-1 
  

DE S I G N  ST A N D A R D S  & PO L I C I E S  MA N U A L PAGE 11 
Ci ty  o f  Sco t t sda le  –  Ju l y  2006    

4. Use textured and/or dark surface treatments on the portion of the wall that could be 
inundated to minimize the visibility of staining typical to basins where retaining walls 
are used as an edge of a basin.  Place safety railings or solid walls at least 42 inches 
tall on top of such walls. 

5. Use only plant materials in basins that are capable of being inundated and surviving. 
Trees and woody shrubs are preferred; avoid succulents and herbaceous shrubs in 
basins.  In areas where natural desert plants are being used, use those plants that 
are typical to desert riparian areas (such as, mesquite, blue Palo verde, desert 
willow, wolfberry, desert hackberry, desert holly, jojoba, and beloperone, etc.). 

6. Basins should not occupy more than 50% of the frontage landscaped area. 
7. Do not place drainage basins on individual lots unless the following criteria are met: 

a. The basin is directly accessible and visible from a street or alley. 
b. The maintenance of the basin is designated to a property owners association. 
c. The basin and its access are placed within a drainage and access easement. 

A: 42" MIN. B: 36" MAX. C: 3:1 MAX. / 4:1 AVERAGE

ROU ND OF F TOP
AN D BOT TOM EDGES

C

B

A

 

FIGURE 2.1-5.  DETENTION BASINS 

SURFACE CHANNELS 2-1.602 
Site plans should incorporate the following criteria in the placement, design and use of 
surface drainage facilities: 
1. Keep major natural vegetation specimens along washes in place wherever possible. 
2. Place amenities for the on-site use, such as dining patios or recreation centers, next 

to drainage ways where feasible. 
3. Landscape any engineered and constructed channels in a manner that helps to 

manage the storm flows and provides the channel as a visual amenity for the site 
and community.  Concrete and rock surfaces should be kept to a minimum.  If such 
materials are used, they should be formed and applied in a “natural” manner or 
designed to integrate with the on-site buildings. 

4. Provide walkways and/or trails on large sites of 20 acres or more next to or within 
such drainage ways. 

5. Any rock used in any drainage facility shall be native and/or crushed rock.  Do not 
use river-run cobbles.  
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2-1.700  LANDSCAPE DESIGN  

 2-1.701 DESIGN STANDARDS 
1. Use a palette of plants in a landscape design that adhere to the Arizona Department 

of Water Resources (ADWR) Low Water Use/Drought Tolerant plant list. 
2. Any landscape design in Scottsdale shall comply with the provisions of the city’s 

Water Conservation ordinance (Chapter 49; Article VII).  In particular, landscaping 
plans shall follow the specific limitations regarding the use, design, location and 
installation of fountains, turf and water intensive landscaping. 

3. The maximum distance between shrubs, trees, and groundcover limits within a 
project shall not exceed 7 feet, as measured between plants or plant canopies. 

4. Incorporate salvaged native plants from the site into the landscape design for the 
property.  Their placement shall consider the natural culture for that type of plant. 

5. The maximum height of any shrubs, ornamental plants, boulders, walls or other such 
materials within a designated Sight Visibility Triangle shall be 2 feet.  For plants, this 
shall be the natural height of the plant.  Any trees that are to be placed in the Sight 
Visibility Triangle shall have a canopy that is kept above 7 feet above the curb height 
and a maximum mature trunk diameter of 8 inches.  If the tree canopy overhangs the 
roadway, then the canopy must be a minimum of 14 feet above the road (see Figure 
2.1-6). 

6. Do not place trees and boulders within a Public Utility Easement (PUE), Emergency 
Vehicle Access Easement or their equivalent.  See the landscaping requirements for 
intersection sight distances and traffic safety triangles in Section 5-3.118 D and E, 
especially Figures 5.3-26 and 27. 

7. Place trees, saguaros or in-line walls at least 7 feet back from any underground 
public water or sewer lines or power line conduit (see Figure 2.1-7). 

 

FIGURE 2.1-6.  LANDSCAPING IN THE 
SIGHT VISIBILITY TRIANGLE 

FIGURE 2.1-7.  TREE SETBACK 
FROM UNDERGROUND PIPE OR 

CONDUIT 

7' MIN 

http://www.Scottsdaleaz.gov/design/DSPM/CH-05.pdf#Figure_5.3-26
http://www.Scottsdaleaz.gov/design/DSPM/CH-05#Figure_5.3-27
http://www.Scottsdaleaz.gov/design/DSPM/CH-05.pdf#5-3.118
http://www.Scottsdaleaz.gov/design/DSPM/CH-05.pdf#5-3.118E
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10' MIN

4' MIN

SIDEWALK

 

FIGURE 2.1-8.  BOULDER PLACEMENT 

8. Install any boulders with 2/3 of their volume below the ground and place them at least 
10 feet away from any curb and at least 4 feet from any walkway (see Figure 2.1-8)   

9. Install decomposed granite, if used as a ground cover, to a minimum depth of 2 
inches on sites outside of ESLO areas. 

10. Use indigenous rock for any rip rap applications (river run rock is not allowed). 
11. Place trees so that their mature canopies shall not overhang the vehicular lanes in a 

street or across property lines.  Place them so as to not block monument or tower 
signs. 

12. Do not plant thorny shrubs and cacti where their mature canopy would be closer than 
4 feet from any walkways or parking area curbing. 

13. Build perimeter and site walls with either 6 or 8 inch wide concrete masonry blocks, 8 
inches wide brick, stone, concrete, or a similar solid and durable material.  Stucco 
and paint the surface of concrete block walls to match the on-site buildings unless 
they are split-faced, grid or similar decorative types of block.  Locate grade breaks of 
the top of the wall at piers or corners wherever possible.  Include varied setbacks, 
alignments, and or heights and/or piers or buttresses for walls over 200 feet long the 
horizontal and vertical alignment of the wall for visual interest.  

14. Do not plant shrubs and trees within the 2 feet overhang at the head of a parking 
stall. 

15. Provide base planting landscaping areas adjacent to the building on all sides of 
buildings in a suburban or rural type of context, except where there are designated 
loading areas.  The minimum width of any such area shall be 8 feet excluding any 
pedestrian walkways.  Include trees and shrubs in these areas that provide strategic 
shading of the windows and doors, reinforce the architectural elements of the 
building, and provide comfort and interest to pedestrians. 

IRRIGATION 2-1.702 
1. Provide an automatic irrigation system for all landscaped areas.  This system shall 

include a back flow preventor and be designed to minimize overflow and seepage 
outside of the landscaped area. 

2. Completely screen backflow preventors using a screening wall, cage, or dense 
evergreen plant materials.  Place them next to the water meter.  All back flow 
preventors shall be designed and installed per the COS/MAG details. 

3. Do not connect water features to the irrigation system.  Provide a backflow preventor 
per the same details as noted above. 

4. Set back all spray or stream types of irrigation heads at least 1 foot from a curb or 
sidewalk.  The Zoning Administrator or designee may approve alternative designs 
that control overspray. 
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  2-1.703  LIGHTING 
Any landscape lighting shall be subdued, preferably of low voltage and shall not 
illuminate building walls.  Bury or otherwise hide from public views the control boxes, 
wiring and mounting hardware for landscape lighting. 

 2-1.704  GRADING AND DRAINAGE 
1. Grade the land adjacent to walk ways or curbs so that it falls away from the walk or 

curb at a slope of at least 8% but not more than 25% for a distance of at least 10 
feet. 

2. The maximum ratio between the width to depth of a retention basin shall be 10:1, 
unless otherwise approved by the Zoning Administrator or designee. 

3. The maximum slope for a landscaped bank on the edge of a detention basin shall be 
4:1.  Walled banks may be permitted subject to the wall design meeting the usual 
structural and safety standards of the Building Code and as approved by the 
Development Review Board.  

 2-1.705 GENERAL DESIGN STANDARDS 
1. Do not use exterior downspouts.  Use interior roof drainage wherever possible.  If 

there is no reasonable alternative, downspouts may be used if they are firmly secured 
to the building, are not located along a driveway and are integrally designed into the 
materials and character of the building. 

2. Design and construct receiving areas on the ground for rooftop drainage in a manner 
that minimizes erosion, staining of nearby building walls and directs water away from 
the building foundations. 

3. Use a tapered, conical 1-piece form for all flagpoles. 
4. Integrate rooftop mechanical screens with the building materials, colors and 

character.  

2-1.800 SUBDIVISION & NEIGHBORHOOD DESIGN  
This section focuses on standards and approaches that achieve good subdivision design 
in the context of Scottsdale and its settings and neighborhoods.  It applies to all major 
and minor subdivisions as well as any other form of land division.  These criteria are 
preferred approaches, but alternative approaches that achieve equivalent protection of 
existing neighborhoods and the native desert setting may be proposed and accepted. 

 2-1.801 BLOCK DESIGN 
1. Where a new subdivision is being placed in an infill location, the block size, 

dimensions and orientation should generally match those of the surrounding area.  If 
in some cases it is advisable to terminate any existing street connection, it may be 
necessary to continue a pedestrian walkway across the block in order to maintain 
current pedestrian accessibility. 

2. In general, block lengths should be kept to a maximum length of 800 feet.  Block 
lengths greater than 1,200 feet shall be subject to the specific approval of the 
Planning and Development Services General Manager or designee. 

3. Where block lengths exceed 660 feet cross-block pedestrian connections may be 
required.  This is most important if there is a nearby school, park, recreational 
amenity or similar destination.  Such connections shall be placed within a tract that 
has a minimum width of 20 feet for single use paths or walks and 30 feet for multiple 
use corridors or where the terrain is difficult. 
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4. In general, lots located at the end of a block should not face the short side of the 
block (in other words, do not create corner lots that abut key lots). 

5. In ESL areas these criteria may be waived where there are major terrain constraints 
and large natural areas that are being preserved. 

6. Street and lot designs shall be arranged so that they work with the constraints of the 
natural topography to achieve desirable lots with viable building envelopes, streets 
with reasonable gradients, and adequate, manageable drainage facilities. 

PERIMETERS OF DEVELOPMENTS 2-1.802 
A. Along Major Streets 
The following criteria applies to perimeters that front streets classified as collectors, 
arterials or parkways: 
1. Residential lots shall not be placed with such streets as their sole point of access. A 

one (1) foot wide Vehicular Non-access Easement (VNE) shall be placed along such 
frontages.  An exception may be considered where the lot sizes are equal to or 
greater than 35,000 square feet.  In such cases, lots may be allowed to access a 
local or minor collector, provided that they are required to provide shared driveways, 
circular driveways, or a similar driveway configuration that does not lead to a vehicle 
backing on to the street. 

2. Wherever possible lots should not be oriented with rear yards facing the major 
street. The following techniques should be considered: 
a. Place lots so that their side yards abut the street.  Cul-de-sac turn-arounds 

should extend to the right-of-way of the major street. 
b. Place the front yards toward the major street, using a frontage road approach for 

access to the lots. 
c. Place a large (at least 100 feet wide) landscape/open space tract between the 

lots and the major street. 
3. Landscaped buffers are common along the perimeter of subdivisions where they 

front on to major streets.  To assure there is adequate room for meaningful 
landscaping in such situations, the width of the landscape tract along the major 
street frontage should be as follows: 
a. Major Arterial Street Frontage: 15 feet wide tract 
b. Minor Arterial Street Frontage: 12 feet wide tract 
c. Major Collector Street Frontage: 15 feet wide tract 
d. Minor Collector Street Frontage: 15 feet wide tract 
e. Local Collector Street Frontage: 10 feet wide tract 

4. Where single family residential lots in a subdivision have double frontage with 1 of 
the fronts facing an arterial or collector street, a vehicular non-access easement and 
a tract equal in width to the landscaped buffer described in 2-1.802.1.c. above shall 
be provided. 

B. Along Non-Residential Uses 
1. Where a residential subdivision abuts a non-residential use, the following lot layout 

techniques should be considered: 
a. Provide a landscaped or open space buffer of at least 25 feet in width and place 

the lots so they ‘side’ on to this buffer. 
b. Place the fronts of the lots toward the non-residential use, using a local street as 

a physical separation. 
c. Any combination of techniques that avoid having active rear yard areas and 

bedroom areas in the residences exposed to the adjacent use. 



  Section 2-1 GENERAL CONSIDERATIONS    

 PAGE 16  DE S I G N  ST A N D A R D S  & PO L I C I E S  MA N U A L  
   C i t y  o f  Sco t t sda le  –  Ju l y  2006 

d. If there is a substantial open space separation (at least 100 feet in width) it may 
be acceptable to have rear yard areas directed toward the non-residential use. 

e. Wherever possible, functions such as detention basins, recreational facilities, 
common storage areas, and other such uses should be used to provide buffering 
from adjacent non-residential uses. 

C. Along Existing Residential Uses 
1. To the greatest extent possible the lots in a new subdivision should mirror the layout 

of an existing adjacent subdivision (rear yards adjacent to rear yards, side yards 
adjacent to side yards, etc.). 

2. Where feasible, lot dimensions and setbacks in a new subdivision should match 
those of the adjacent existing subdivision for those lots that abut the adjacent 
subdivision, particularly if there is little or no separation between the lots of the two 
subdivisions. 

3. Grade changes from the off-site grades along the perimeter of a new subdivision 
should be minimized.  In particular, the lots in the new subdivision should not be 
more than 18 inches above the abutting lots in the existing subdivision.  If greater 
grade change is desired, there should be a buffer or a gradual grade transition on 
the new subdivision in order to minimize the change at the property line. 

D. Along Vacant Properties 
1. Grade breaks at the edge of a subdivision should be kept to less than 2 feet 

wherever possible.  If this is not possible then these lots should be made deeper so 
that the transition is not so abrupt. 

 2-1.803 SUBDIVISION ENTRIES 
A. Entry Street Design 
1. Entry streets into a subdivision should not terminate into a “T” intersection with lots 

facing down the entry street.  This termination should end at an open space, a 
recreational facility, or into a cul-de-sac. 

2. Where an entry street for a subdivision is relatively short (less than 600 feet), there 
should not be any lots directly accessing the entry street. 

B. Connections 
1. In order to minimize congestion at entries into a subdivision as well as the street that 

the subdivision is accessed off of, there should be an entry street for every 75-100 
homes in the subdivision.  It is understood that this may not be feasible in ESL areas 
due to the terrain. 

2. Wherever possible, entry streets for a subdivision should align with streets on the 
other side of the road that they intersect with. 

3. Where a subdivision is adjacent to vacant lots, un-subdivided lots or a street from an 
adjacent subdivision, the new subdivision should provide equal rights-of-way in 
order to complete the street or should extend street rights-of-way to the adjacent 
parcels unless it can be proven that another viable access route is available to them. 

4. Pedestrian connections to adjacent properties or streets should be provided where 
there are nearby schools, parks or other such pedestrian destinations. 

C. Gated Streets 
1. Gated streets should only be used where there are sufficient lots available to 

support future maintenance and reconstruction of the street.  In general, avoid gated 
subdivisions of less than 20 lots. 

2. All subdivision or neighborhoods that have private streets shall be accessed through 
a controlled access gate. 
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LOT DESIGN 2-1.804 
1. Since corner lots have two frontages they are more limited than other lots in 

providing useable private outdoor space.  To compensate for this, it is recommended 
that corner lots be wider than the other typical lots in the subdivision, as follows: 
a. Lot sizes of 4,500 – 6,500 sq. ft.:    5 feet wider 
b. Lot sizes of 6,600 – 12,000 sq. ft.:  7 feet wider 
c. Lot sizes of 12,000 – 24,000 sq ft.: 10 feet wider 
d. Lot sizes of 25,000 – 45,000 sq. ft.: 15 feet wider 

2. It is recommended that corner lots should not be placed next to key lots unless there 
is no other reasonable option in the design of the subdivision. 

3. Through or double frontage lots are discouraged.  If lots are to be laid out with rear 
yards facing a street, it is recommended that landscape tracts be established along 
the street with widths as recommended in 2-1.802.1.c above. 

4. If unusual (multi-sided, non-rectangular, etc.) lot designs are proposed, the 
preliminary and final plats should indicate the locations of all setbacks and yards on 
the lot, subject to the approval of Project Review staff. 

5. Unless there is no other reasonable solution, the access to the buildable portion of a 
lot should not cross a wash or drainage way. 

6. Common driveways serving two adjacent lots may be advisable where the access to 
the lots crosses a minor or major wash, there are significant rock formations and 
boulders, or there are steep (over 10%) slopes.  The route of the common driveway 
shall be included in an access easement shown on the plat.  If this driveway crosses 
a wash, the driveway should be improved beyond the crossing at the time the master 
subdivision improvements (streets, infrastructure, etc.) are improved. 

7. Flag lots should not be used regularly in the layout of subdivisions.  However, where 
there are major washes, rock formations or steeper slopes that would cause a street 
extension to achieve frontage to each lot to result in significant cuts and fills, flag lots 
can be used to reduce the physical impact of providing access and utilities to lots in 
sensitive areas. 

OUTDOOR LIGHTING  2-1.900  
AMBIENT LIGHTING ZONES 2-1.901 
In its recent update of lighting standards and design approaches, the International 
Illumination Society (IES) developed a concept of Ambient Lighting Zones to provide 
appropriate lighting levels based on the context of an area.  This recognizes that urban 
areas with a great deal of pedestrian activity need different lighting levels than areas of 
very large lots and passive expanses of open space.  Figure 2.1-9 represents where 
such ambient lighting zones apply in the city.  The design of outdoor lighting should use 
these lighting zones in conjunction with the most recent IES lighting design manuals (see 
www.scottsdaleaz.gov/design/Lighting). 

E-1 – Intrinsically Dark Areas: These are predominantly passive open space areas or 
very low density residential neighborhoods (3 acre or larger lots).  There is little nighttime 
activity and few outdoor lighting sources. 
E-2 – Estate/Rural Areas: These are low-density areas (typically ½ to 2 acre lots) or there 
are substantial areas of passive open space interlaced within the pattern of development.  
Pedestrian activity is minimal but there are occasional retail/service and community service 
facilities that have nominal amounts of local activity.  Lighting levels are generally low; 
there is often an expectation in the neighborhoods that the lighting levels remain low. 

http://www.scottsdaleaz.gov/design/Lighting
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E-3 – Suburban Areas:  These are the typical suburban areas that have moderate to 
higher residential densities along with a mix of campus or open style retail, service, 
employment, and public facilities.  Lighting levels in general are moderate, although in 
some areas such as those around retail centers or schools the need for higher lighting 
levels may exist. 
E-4 – Urban/Pedestrian Activity Areas: In these areas there are typically dense land 
uses, often with little setback from streets, and there is a rich mix of different uses.  Retail 
and cultural uses tend to generate higher levels of pedestrian activity, resulting in the 
need for higher levels of lighting. 

 

FIGURE 2.1-9.  AMBIENT LIGHTING ZONES 











http://www.scottsdaleaz.gov/codes/eslo
http://eservices.scottsdaleaz.gov/dmc


http://www.scottsdaleaz.gov/codes/eslo
http://www.Scottsdale.gov/design/DSPM/CH-06.pdf
http://www.Scottsdale.gov/design/DSPM/CH-07.pdf
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