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2016 City of Scottsdale Building Codes and Amendments  
 

SCOTTSDALE REVISED CODE 
CHAPTER 31 – BUILDINGS AND BUILDING REGULATIONS 

 
ARTICLE VI. INTERNATIONAL FUEL GAS CODE  
Sec. 31-100. Adoption of International Fuel Gas Code. 
The International Fuel Gas Code (IFGC), 2015 Edition, as published by the International Code 
Council, Inc., declared a public record by city Resolution No. 10627, is adopted by reference as 
part of the city Building Code. 
 
Sec. 31-101. IFGC CHAPTER 1 SCOPE AND ADMINISTRATION - amendments.  
Only the following portions of CHAPTER 1 SCOPE AND ADMINSTRATION, are amended. 
(a) [A] Title, is amended as follows: 

101.1 Title. 
These regulations shall be known as the Fuel Gas Code of the City of Scottsdale, 
hereinafter referred to as “this code.” 

 
(b) To the extent that Chapter 1 of the International Fuel Gas Code, 2015 Edition, conflicts with 
the city amendments to Chapter 1 of the International Building Code, 2015 Edition, the 
amendments to the International Building Code prevail. 
 

Sec. 31-102. IFGC CHAPTER 5 CHIMNEYS AND VENTS - amendments.  
Only the following portion of CHAPTER 5 CHIMNEYS AND VENTS is amended. 
503.6.4 Gas vent terminations, is amended, by adding the following exception under 1: 

503.6.4 Gas vent terminations. 
Exception:  For one- and two-family dwellings with roof slopes of flat to 6/12, Type B or BW 
gas vents 8 inches (204 mm) in size or smaller, and located at least 4 feet (1219 mm) from a 
vertical wall or similar obstruction, shall terminate at least 12 inches (305 mm) above the 
roof. 
 
Sec. 31-103. IFGC Appendices.  
Only the following appendices of the IFGC are adopted: 
1. Appendix A – Sizing And Capacities Of Gas Piping 
2. Appendix B – Sizing Of Venting Systems Serving Appliances Equipped With Draft 

Hoods, Category I Appliances And Appliances Listed For Use With Type B Vents   


