
ELECTRONIC BALLMARKER PLACEMENTStandard Details

City of Scottsdale
DETAIL NO.DETAIL NO.

12"

2397 2397
 BEDDING

#4 REBAR

 WATER OR

 SEWER PIPE

SECURE BALLMARKER WITH

2 STRIPS DUCT TAPE OR WIRE

 FINISHED GRADE

2’ MIN. -

4’ MAX.  

APPROVED BY:

Scottsdale Standards &
Specifications Committee
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